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Notes:

Drawings are for HeatLink suggested electrical schematics only! User must
determine if electrical schematic will work for their particular application. User
must also confirm all HeatLink schematics with manufacturer schematics of each
particular control chosen.

In all cases manufacturer equipment schematics will take precedence over
HeatLink electrical schematics.

Local codes, regulations, and authorities have final jurisdiction.

Application: Multiple Zone Heating with StatLink

Schematic #: SCH-TWH-E002

Rough-in wiring see:  SCH-MRIB-R002
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